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SUMMARY 
The equations, based on an integral formulation, for turbulent natural bound-
ary layer flow are solved in both the constant temperature case and in the 
constant heat flux case. Solutions are found for convection along both flat 
plates and cylinders. Theoretical predictions are compared with measurements 
in the boundary layer flow around a heated vertical slender cylinder in a 
full-scale test room with displacement ventilation. Both velocity and tem-
perature profiles in the boundary layer flow were recorded. 
The room was ventilated by a low velocity diffuser, standing on the floor, 
from which air with a negative buoyancy was supplied. The vertical distribu-
tion of both temperature and contamination in the room was measured as a func-
tion of the heat load and the air flow rate. The contaminant distribution 
showed a clear stratification between clean and contaminated air, while the 
temperature was increasing uniformly from floor to ceiling. It was found that 
the convective flow at the heat source as well as the flow at the walls was 
influencing the level of stratification. 
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INTRODUCTION 
Natural convection in enclosures is a topic of great engineering interest 
due to the many applications that occur in various fields. Within ventilation 
engineering it has become an important topic due to the introduction of dis-
placement ventilation. For design of this type of ventilation it is necessary 
to know the flow rates created by different heat sources in the room. However, 
most studies, both theoretical and experimental, have been focused on entire-
ly closed enclosures with a flow in the laminar regime. Neither of these two 
conditions is fulfilled in a ventilated room. Furthermore, most measurements 
of turbulent natural convection boundary layer are from plates with constant 
wall temperatures. However, the temperatures of the walls encountered in 
buildings float such that the temperature with altitude increases. Therefore, 
a more appropriate model case for buildings seems to be the constant heat flux 
case. 
In this paper the equations, based on integral formulation, for the boundary 
layer flow in the constant heat flux case and in the constant temperature 
case have been solved, and both a flat plate and a cylinder solution are pre-
sented. Results are compared with measurements carried out in the turbulent 
boundary layer flow along a slender cylinder. An additional complication 
that arises in air is that air is transparent to long wave thermal radiation. 
This will influence the tempe~ature field in the room. The vertical distribu-
tion of both room temperature, wall temperature and contamination are rec-
orded and the results are discussed. 
TEST ROOM AND EXPERIMENTAL APPARATUS 
The tests were performed at the Swedish Institute for Building Research in a 
mock-up of a common type of office room. Its dimensions were 4.2 m x 3.6 m x 
2.5 m (L x W x H). This gives a room volume of 38m3 , see figure 1. 
supply 
cylinder 
t"--t-'--t---t-measuring column 
""'+--t--plexiglass window 
Figure 1. Test room with a low velocity diffuser and a slender cylinder in 
the middle. 
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In all tests air with a negative buoyancy was supplied through a low veloc-
ity diffuser standing on the floor at the rear wall. The air left the room 
through a grille at the ceiling. A cylinder (diameter 0.1 m) in the form of 
a pillar from floor to ceiling was placed in the middle of the room. The cyl-
inder was heated by resistance heating along its whole height . The heat loss 
from the cylinder, due to convection, amounted to about 89% of the total heat 
output. 
The following temperatures were recorded in the tests: 
Cylinder surface temperature (12 points). 
Wall surface temperature (4 x 6 points). 
Ceiling and floor surface temperature. 
Room air temperature (24 points). 
Temperature in adjacent room. 
Temperatures in the boundary layer along the cylinder (10 points). 
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Temperatures in the boundary layer flow around the cylinder were recorded with 
10 thermocouples located from 0.5 - 1 mm from the cylinder surface up to 250 
mm distance from the surface. They were recorded at four heights above the 
floor, 0.2 m, 0.8 m, 1.4 m and 2.0 m, respectively. The temperatures in the 
boundary layer have been corrected for the influence of radiation from the 
cylinder. 
The temperatures were recorded at several combinations of ventilation air 
flow rate, qv, and power supply, E, to the cylinder. 
The velocities in the boundary layer flow were recorded with a hot wire 
anemome·ter with temperature compensation. They were recorded at 10 differ-
ent heights above the floor, at some heights twice. The location of the anem-
ometer was controlled by a motor driven traversing mechanism that was hand 
operated. In each height the velocities were measured in 10 - 20 different 
distances from 1 mm to 500 mm from the cylinder surface. The velocities were 
recQrded only for one combination of air flowrate (qv= 0.053 m3 /s) and power 
supply to the cylinder (E = 600 W). 
The vertical distribution of contamination was found by measuring the concen-
tration of tracer gas in 10 heights above the floor. The tracer gas was re-
leased in three different lotations in the room. It was released into the 
boundary layer flow around the cylinder, into the room outside the boundary 
layer flow, above and below the level of stratification, respectively. Total 
power supply to the cylinder amounted to 600 W which corresponds to a sur-
face heat flux of 764 W/m 2 • 
BOUNDARY LAYER FLOW AROUND A SLENDER CYLINDER 
Theoretical analyses concerning turbulent free convection boundary layers 
have developed by drawing parallels between free and forced convection com-
plemented with measurements in free boundary layer flows. 
The earliest attempt to analyse the turbulent convection boundary layer on 
vertical surfaces was due to Eckert and Jackson, [1], whose approach has 
found widespread use in several engineering applications. Eckert and Jackson's 
approach was based on an integral formulation of the problem. They assumed 
certain shapes of the temperature and velocity profiles in the free convec-
tion boundary layer. In addition was used an empirical relation for the 
shearing stress on the wall and a heat transfer coefficient derived from forced 
convective flow. 
Although later analyses, [2], [3], have found that the original approach by 
Eckert and Jackson is not entirely satisfactory in all details (from the the-
oretical point of view), we will stick to their approach because it is widely 
used, and from the engineering point of view it is sufficient to predict the 
correct flow rate with an accuracy of 10%. 
Eckert and Jackson found a solution for the flat plate case with constant sur-
face temperature. Here the analysis will be slightly generalized by studying 
the natural convection along a vertical slender cylinder. The wall case will 
then come out as the special case when the thickness of the boundary layer 
flow is much less than the radius of the cylinder. The analysis will be ex-
tended to include the case with constant heat flux from the surface. 
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Theory for Turbulent Natural Convection Flows 
Equations for momentum and heat flow are sufficient to calculate the boundary 
layer thickness and the maximum velocity when the shape of the temperature and 
velocity profiles within the boundary layer and the laws for the shearing stress 
and the heat flow on the wall are known. 
With the notation in figure 2 the equations for momentum and heat ,flow will be 
r +o 
! J 0 u' 2vrdr = 
ro 
Figure 2. Notation 
r +o 
g~ J 0 M2vrdr 
ro 
p 
r -ro 
'2=_8_ 
( 1) 
(2) 
Eckert and Jackson, [1], analysed measurements by Griffiths and Oavis, [4], 
and they approximated the recorded temperature and velocity profiles with 
the following relations. 
~T(x,~) = ~Tw(x)fT(~} = ~Tw(x}(1-~v7 ) 
U(x,~) = u1 (x)fv(~) = u1 (x)(~ 1n(1-~) 4 ) 
By introducing the following integrals 
1 
I1 =J fv(~)d~ 0.146 
0 
1 
I2 =J fv(ll) 
2 d11 0.0523 
0 
( 3) 
(4) 
(5) 
(6) 
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1 
I3 =J ft(ll)dll 0.125 (7) 
0 
1 
I4 =J fv(ll)ft(ll)dll 0.0366 (8) 
0 
1 
Is =J fv(ll)lldll = 0.0272 (9) 
0 
1 
I6 =J fv(ll) 2 lldll = 0.00654 (10) 
0 
1 
I7 =f ft(ll)lldll 0.0333 ( 11) 
0 
1 
Ig =f 
0 
fv(ll)ft(ll)lldll = 0.00479 (12) 
and by assuming that the ambient temperature is constant the equations (1) and 
(2) can be rewritten as 
( 13) 
( 14) 
At this stage we have two equations for four unknowns (U1 , o, tJ.Tw, q"). In or-
der to solve the problem Eckert and Jackson made two additional assumptions. 
The wall shear stress Tw depends on the velocity scale u1 in the same manner 
as in forced convection. 
T = w (15) 
The local shear stress and the heat flux are related through the relationship 
(16) 
The flat plate case (o<<D) can be solved by assuming power law expressions 
for the velocity, the temperature difference and the boundary layer thickness . 
(17) 
The equations for the flat plate case are optained by setting the integrals 
Is to I 8 equal to zero. 
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The solution for constant surface temperature becomes 
(18) 
(19) 
The solution for constant heat flux from the surface becomes 
(20) 
s: = 0.505 *-1114 -112 [1+0 445 Pr213Jlll4 
u xGrx Pr · (21) 
/).Tw = 12.44(~;) x13 (Gr~) 517 Pr-ll3 [1 + 0.445 Pr 213 ] 217 (22) 
It is possible to simplify the equations (18) - (22) by inserting the material 
constants. In figure 3 simplified expressions for air are shown with material 
constants inserted at the temperatur tpar = 20°C. Expressions for volume and 
energy flow in the boundary layer are also shown. 
The maximum velocity, Ux, in the boundary layer is used instead of the veloc-
ity scale u1 . Ux is found by differentiating equation (4). 
Constant surface. temperature, /).Tw 
ux = 0.099 /).Tll2 X112 (m/s) w 
0 = 0.107 /).T-l11o x111o (m) w . 
2.88. 10- 3 llT2ts xG/5 (m3/s) V w 
E 0.875 llT7t5 w 
xGts (W) 
Constant heat flux from the surface, g" 
ux = 0.102 q" 5/14 x3t7 (m/s) 
0 = 0.123 q"-1/14 X5/7 (m) 
llTW 0.963 q" 5/7 x-117 (oC) 
. 
3.41. 10- 3 q 2/7 xBt7 (m3/s) V 
E = q" X (W) 
Figure 3 . Simplified expressions for the solution in the flat plate case 
tpar = 20°C. 
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It is not possible to find an exact solution for the turbulent natural con-
vection boundary layer flow around a cylindrical surface. The solution is 
therefore found numerically using a standard Runga-Kutta routine. The rela-
tions in figure 4 are a result of the best fit of the numerical solutions and 
0 
they also apply to tpar = 20 C. 
Constant surface temperature, I!.Tw 
ux 0.099 I!.T112 w 
xll2 ( 1_e-~.9 r 0 )-o.os7 (m/s) 
0 = 0.107 /!.T-1110 x111o ( 1_e- 12.0 r 0 ) o.3o (m) w . 
2. 88 • 10- 3 I!.T21s x615 ( 1_e- 8.1 r 0 )- 0.11 (m 3 /s) V = 21Tr0 w 
E = 0.875 21Tr0 I!.T7/5 w x615 ( 1-e-13.3 r 0 )-0.12 (W) 
Constant heat flux from the surface, q" 
ux = 0.102 q" 5/1~ x3/7 ( 1_e-2.7 r 0 )-o.o25 (m/s) 
0 0.123 q"-111~ XS/7 ( 1_e-12.2 r 0 ) o.3o (m) 
I!.Tx 0.963 q" 517 x-117 ( 1_e-1.1 r 0 ) o.o86 (OC) 
. 
3.41·10- 3 q" 2/7 x817 (1-e-6.8 r 0 )-o.16 (m3/s) V 21Tr
0 
E = 21Tr0 q" X (W) 
Figure 4. Simplified expressions for the solution in the cylinder case 
tpar = 20°C. 
The expressions in the figures 3 and 4 show that the maximum velocity is 
greater and that the boundary layer thickness is smaller for turbulent free 
convection flow around a cylinder that along a flat plate. 
Comparison with Measurements 
The numerical solution is compared with measurements in the natural convec-
tion boundary layer along a slender cylinder with constant heat flux from the 
surface placed in a full-scale test room. 
In the figures 5 and 6 the recorded profiles of temperature and velocity are 
shown together with the assumed profiles by Eckert and Jackson. 
The temperature in figure 5 is normalized by the temperature difference be-
tween the cylinder surface and the ambient room air temperature. The boundary 
layer thickness, o, was arbitrarily defined by Eckert and Jackson such that 
the distance where I!.T/I!.Tw had the value 0.2 was set equal to 0.5. In order to 
be able to compare the measurements with the assumed profile by Eckert and 
Jackson the data were normalized by the thermal (enthalpy) displacement thick-
ness defined as: 
10 
00 
(23) 
If the thermal displacement thickness is inserted in equation (3) it becomes: 
t.T --= 
1,0 
0,8 
0,6 
0,4 
~2 
t- t 00 ---
\ 
" " 
---- Eckert and Jackson 
' '-.,. 
........ 
..................... 
-.,.... 
·~ .......... _ 
.,....-::. --.1'-J' • .,,.. .., ..... ~r.. ~ • ...,:. ·.~ \11 
~0+--------.---------r----~--------~~,_----~~+ y 
o 2 4 6 8 10 oh 
Figure 5. Recorded temperature distribution in the boundary layer. 
(24) 
The velocities in figure 6 are normalized by the maximum recorded velocity. 
Eckert and Jackson normalized their data such that U/Ux had the value 0.5 
at a distance equal to 1. Here the data are normalized by use of the displace-
ment thickness, o*, defined as: 
00 
a*= J (25) 
0 
If the displacement thickness is inserted in equation (4) it becomes: 
u -= 
0,8 
0.6 
0,4 
0.2 
1,86(-y-) 117 ( 1 
3.76* 
0.5 
_Y_)4 
3. n* 
1,0 
11 
---- Eckert and Jacks on 
1, 5 2,0 2,5 
Figure 6. Recorded velocity distribution in the boundary layer. 
y 
3,o a* 
(26) 
The assumed shapes for temperature and velocity profiles, equations (24) and 
(26), respectively, in the boundary layer flow do not fit well with the re-
corded profiles. Measurements in turbulent boundary layers by Cheesewright, 
[6] and [7], Vliet and Liu, [8], and Warner and Arpaci, [9], have shown the 
same disagreement. 
The measured values of the maximum velocity, the boundary layer thickness and 
the volumetric flow rate are compared with both the wall and the cylinder sol-
ution. The results are shown in the figures 7, 8 and 9, respectively. 
The numerical solution shows that the curvature of the cylinder does not affect 
the magnitude of the maximum velocity to any great extent. The recorded maxi-
mum velocities in figure 7 are only half of the predicted velocities. 
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Figure 7. Maximum velocities in the turbulent natural convection boundary 
layer flow. Recorded and calculated in the flat plate and the cylinder case 
at constant heat flux from the surface q" = 680 W/m 2 • 
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Figure 8. Boundary layer thickness in the turbulent natural convection bound-
ary layer flow. Recorded and calculated in the flat plate and the cylinder 
case at constant heat flux from the ·surface q" = 680 W/m 2 • 
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Figure 9. Volume flow in the turbulent natural convection boundary layer flow. 
Recorded and calculated in the flat plate and the cylinder case at constant 
heat flux from the surface q" = 680 W/m 2 • 
The result in figure 8 shows the opposite trend. Here the recorded boundary 
layer thickness is larger than the predicted one. The results in figure 7 and 
8 with lower maximum velocities and thicker boundary layer than predicted from 
the profiles suggested by Eckert and Jackson are in accordance with the measure-
ments reported by Kriegel, [5]. The volumetric flow rate in the boundary layer 
flow is calculated by numerical integration of the recorded velocity profiles. 
The result in figure 9 shows that the theoretical flow rate is much smaller 
than the recorded flow rate. The convective flow around a cylindrical surface 
entrains a larger amount of air from the surroundings than the convective 
flow along a flat plate. The volumetric flow rate in the boundary layer flow 
around a cylindrical surface is therefore growing faster and becomes larger 
than the volumetric flow rate along a flat plate. 
The predictions from the theoretical analysis and the measurements in the 
boundary layer flow are far from each other . It is possible to get a better 
prediction of the flow parameters, if better shapes for the velocity and tem-
perature profiles are used. 
In the analysis it is implied that the ambient temperature is a constant. The 
measurements were performed in a test room with displacement ventilation and 
a temperature gradient of 1 - 2 °C/m. This will influence the boundary layer 
flow around the cylinder. 
TEMPERATURE IN THE ROOM 
The distribution of room air temperature is shown in figure 10. The power 
supplied to the cylinder amounted to 600 watt. The room air temperature is 
given in non-dimensional form as the difference between the temperature in 
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the room and the temperature in the supply, (T-T8 ), divided by the differ-
ence between the temperature in the extract and ln the supply, (TE-T8 ). The 
temperature gradient varied between 1.2°C/m to 3.1°C/m. 
H(m) 
2.5 
exhaust 
, 
2.0 'a'.f .?:~' / '// , .ji/ 
1. 5 /;:·' , . I 
I ·J/ , j,l 
1.0 I J? I I I . I I ,'1 
38 m3th I 'I ----
I I /1 -··-- 76 m3th I I ,'I 113 m3th I I I -·--
0.5 
I J I I 151 m3th ---I . I 
189 m3th , .' ,'I 
//// 
0.0 
0.0 0.2 0.4 0.6 0.8 1.0 1.2 T-Ts 
TE- Ts 
Figure 10. Normalized temperature distribution in the room. Heat load 600 W, 
specific air flow rates n = 1 - 5 roomv./h. 
At floor level the temperature difference between the room air and the extract 
is about half of the temperature difference between the extract and the supply. 
Measurements of the floor temperature and the room air temperature close to 
the floor show that the floor surface is warmer than the air layer above the floor. 
The relatively high floor temperature is an effect of heat transferred to the 
floor by radiation from the ambient surfaces. Calculation of the radiation 
heat transfer based on recorded surface temperature shows that 20% of the to-
tal power supply is radiated from the ceiling to the floor. To this is added 
the radiation from the walls to the floor. Therefore, a large fraction of the 
total heat supply is redistributed by long wave thermal radiation to the lower 
part of the room. This radiation heat transfer will diminish the temperature 
difference between the upper - and the lower part of the room. 
Room air temperature and surface temperature of the walls are shown in figure 
11 for one combination of power supplied to the cylinder and specific air flow 
rate. The wall temperature presented is the average of all four walls. The 
level of stratification found by smoke visualization and the temperature of 
the surroundings are also shown. 
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Figure 11. Room air and wall surface temperatures in the room at a heat load 
of 600 Wand a specific flow rate of n = 5 roomv./h. 
In the lower part of the room the wall surface temperature is higher than 
the room air temperature, while it is the opposite in the upper part. There 
will be a free convective flow along the walls from the lower part to the 
upper part of the room. 
The average temperature outside the test room is about 20°C. In the lower 
part of the room there will therefore be an inflow of heat through the walls 
from the surroundings, while there will be a transmission loss of heat in 
the upper part. 
With this heat source the recorded room air temperature profiles do not re-
veal anything about the stratified flow that occurs in the room. This is 
due to the circumstance that the temperature field in the room is not only 
affected by the air flow pattern. Redistribution of heat due to radiation 
heat transfer and heat transfer at walls will also influence the room air 
temperature. 
STRATIFICATION IN THE ROOM 
The idea behind ventilation by displacement is to achieve supply air condi-
tions in the occupied zone. Therefore, the level of stratification at dif-
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ferent ventilation air flow rates is of vital importance for a designer of 
ventilation systems. In the previous subsection it was shown that the ver-
tical temperature profiles were modified by the redistribution of heat due 
to radiation, transfer of heat through the building envelope and convective 
flows along the walls. Therefore, they did not reveal any information qbout 
the stratification in the room. In order to gain insight in the stratifica-
tion in the room tracer gas was released into the room. 
In figure 12 the stationary distribution of contaminants is shown with re-
lease of tracer gas into the boundary layer flow around the cylinder. The 
recorded concentrations are given in relation to the maximum recorded con-
centration. The power supplied to the cylinder amounted to 600 watt. 
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Figure 12. Normalized distribution of contaminants in the room with re-
lease of tracer gas into the boundary layer flow. 
Figure 12 shows clearly the levels of stratification in the room. Here the 
boundary layer flow around the cylinder is the only source. The level of stra-
tification rises when the air flow rate is increased, and a large air flow 
rate is required to move the level of stratification above the occupied zone. 
The distribution of contamination in figure 12 is found in a situation where 
the heat and the contaminant source were the same. In figure 13 the distribu-
tion of contamination is shown in two situations where the release of tracer 
gas is moved from the boundary layer flow to the ambient, above and below 
the level of stratification, respectively. 
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Figure 13. Normalized distribution of contamination in the room with release 
of tracer gas into the boundary layer flow and into the room 2.0 m and 1.0 m 
above floor, respectively. 
The power supplied to the cylinder amounted to 600 W and the specific air 
flow rate was n = 5 roomv./h. With release of tracer gas above the level of 
stratification only a very small amount of tracer gas enters the lower zone, 
and the concentration becomes only 3 - 4% of the maximum recorded concentra-
tion. With release of tracer gas below the level of stratification, some of 
the tracer gas is spread in the lower zone before it is slowly evacuated from 
the room. The concentrations in the lower zone become about half of the con-
centration in the upper zone. 
In principle the volume flow around the cylinder could be decided on the 
basis of the levels of stratification in the room. As it can be seen from 
figure 12, it is only possible to get a rough estimate of the level of stra-
tification from the distribution of contaminants. In figure 14 the level of 
stratification is compared with the measured volume flows around the cyl-
inder. The level of stratification is defined as the height above the floor 
where the concentration is half of the maximum recorded concentration. 
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Figure 14. Measured volume flow around the cylinder compared with the level 
of stratification. 
Figure 14 shows a reasonable correspondence between measured volume flow and 
the level of stratification. Especially if the influence of the convective 
flow at the walls is taken into consideration. 
CONCLUSION 
The analysis of turbulent natural convection boundary layers made by Eckert 
and Jackson has been s1ightly generalized by studying natural convection 
along a vertical slender cylinder. The wall case will then be the special 
case where the thickness of the boundary layer flow is much less than the 
radius of the cylinder. The analysis has been extended to include the case 
with constant heat flux from the surface. 
The solutions for wall and cylinder surfaces are given for both the constant 
temperature case and the constant heat flux case as simplified, ease to use 
relations. 
Comparison with measurements in the boundary layer along a slender cylinder 
in a ventilated room showed that the predicted values did not fit very well. 
The predicted value for maximum velocity was twice the measured value, while 
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the predicted values for boundary layer thickness and volume flow were con-
siderably lower than the measurements. It is probably possible to get an im-
proved prediction if better shapes for the temperature and velocity profiles 
in the boundary layer are used. 
It was found that the temperature distribution in the room did not reveal 
anything about the stratified flow in the room. This was due to the circum-
stance that there was an internal redistribution of heat by radiation from 
the ceiling, the cylinder and the walls to the floor. In addition there was 
heat transfer through the surrounding room surfaces (both in and out), which 
caused a boundary layer flow along the surfaces. 
Release of tracer gas into the room showed clearly the stratified flow in the 
room. The concentration distribution in the room depended on the location of 
tracer gas release. The highest concentration in the lower zone occured when 
the tracer gas was released outside the boundary layer flow 1 m above the 
floor. The concentration was then half of the concentration in the upper zone. 
It was possible to estimate the level of stratification for different vol-
umetric air flow rates. A comparison between the measured volume flow around 
the cylinder and the level of stratification showed reasonable correspondence. 
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